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Th e  Ch e m istry D ivision continue s  to corre ct d e ficiencies  identifie d  in th e  Integrate d
Safe ty Manage m ent Syste m  Gap A nalysis.  Th e  large st d e ficiencie s  w e re  associate d  w ith
aging infrastructure .  Ch e m istry continue s  to report th ese  i s sues  to th e  Ch ie f O pe rations
O ffice r and  to PFS as appropriate .  Spe cific gaps are  liste d  b elow .

R ainfall Le ak s Som e  of th e  w orst ce iling le ak age proble m s h ave  b e e n corre cte d .
Ch e m istry continue s  to report le ak s afte r rainstorm s as th ey appe ar.

R ad iological H ood  A irflow  Manual dam pe r syste m s in th e  rad iological h oods  h ave  b e e n
upgrad ed  to autom atic dam pe r syste m s.  Th is h as allow e d  h ood airflow  to b e  controlle d
to re m ain in com pliance .

Stop W ork  Auth ority Ch e m istry is in th e proces s  of re w riting th e  facilitie s  orientation
m anuals.  Th e  m anual w ill b e  updated  to re fle ct th e im portance  of stop w ork  auth ority.
D uring orientation and  re orientation th e  righ t and  responsibility to stop w ork  th at th e
e m ploye e  considers unsafe  w ill b e  e m ph asiz e d .
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